Western Area Power Admininstration publish date:
Sierra Nevada Region June 1, 2006
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen Loads Reg & Res Projected Purchases Tg\r/\Fs’acc(t)iropﬁs PRr:stEtride *(3;;)9
. . Project First Estimated PU PU & FP AnciI!iary Bank Bank Daily Daily Capacity
Monday PrOJect_ed Projected Use Load Preference Ancﬂ_lary Forward ~ Capacity — Services | Energy Return Minimum | Maximum | wiminima
Capacity Energy Demand Load Serwcgs Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp)  CVP Corp)
Jun 05, 2006 (MW) (Mwh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) MwW) W) W)
Hour A B C D E F G H | I J K L M
1 1,441.0 876.0 369.0 13.0 199.0 100.0 0.0 0.0 0.0 0.0 649.0 960.0 0.0
2 1,441.0 911.0 369.0 13.0 199.0 100.0 0.0 0.0 0.0 0.0 649.0 960.0 0.0
3 1,440.0 911.0 369.0 12.0 199.0 100.0 0.0 0.0 0.0 0.0 649.0 960.0 0.0
4 1,440.0 911.0 369.0 12.0 199.0 100.0 0.0 0.0 0.0 0.0 649.0 960.0 0.0
5 1,441.0 910.0 369.0 13.0 199.0 100.0 0.0 0.0 0.0 0.0 649.0 960.0 0.0
6 1,442.0 957.0 369.0 14.0 199.0 100.0 0.0 0.0 0.0 0.0 649.0 960.0 0.0
7 1,338.0 961.0 161.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 649.0 960.0 0.0
8 1,340.0 | 1,203.0 161.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 649.0 960.0 0.0
9 1,339.0 | 1,198.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 649.0 960.0 0.0
10 1,339.0 | 1,208.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 649.0 960.0 0.0
11 1,339.0 | 1,377.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 649.0 960.0 0.0
12 1,340.0 | 1,377.0 162.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 649.0 960.0 0.0
13 1,339.0 | 1,378.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 649.0 960.0 0.0
14 1,340.0 | 1,378.0 162.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 649.0 960.0 0.0
15 1,340.0 | 1,345.0 161.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 649.0 960.0 0.0
16 1,340.0 | 1,345.0 161.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 649.0 960.0 0.0
17 1,340.0 | 1,345.0 161.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 649.0 960.0 0.0
18 1,340.0 | 1,345.0 161.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 649.0 960.0 0.0
19 1,340.0 | 1,384.0 161.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 649.0 960.0 0.0
20 1,340.0 | 1,385.0 161.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 649.0 960.0 0.0
21 1,341.0 | 1,385.0 162.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 649.0 960.0 0.0
22 1,340.0 | 1,099.0 162.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 649.0 960.0 0.0
23 1,447.0 | 1,077.0 370.0 18.0 199.0 100.0 0.0 0.0 0.0 0.0 649.0 960.0 0.0
24 1,444.0 | 1,033.0 370.0 15.0 199.0 100.0 0.0 0.0 0.0 0.0 649.0 960.0 0.0
Daily Energy
(MWh) 28,299.0 ] 5,534.0 | 421.0 800.0 0.0 0.0
Energy Avail. for BR (MWh): 20,554
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region June 1, 2006
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen REer?:rI;d Loads Reg & Res Projected Purchases Tg\;Zi?iropas F;:;gztrii ?;;(;
_ _ Project First Estimated PU PU & EP Ancil_liary Bank Bank Daily Daily Capacity
Tuesday PrOJect_ed Projected Use Load Preference Anm!lary Forward Capacity  Services Energy Return Minimum | Maximum | w/minimal
Capacity Energy Demand Load Serwc_es Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity | Capacity energy
Demand Capacity | Purchase Regmts. Regmt. Corp) CVP Corp)
Jun 06, 2006 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MwW) (MW) )
Hour A B c | D E F | G H I | J K L M

1 1,271.0 946.0 180.0 15.0 199.0 100.0 0.0 0.0 0.0 0.0 670.0 977.0 0.0

2 1,270.0 768.0 180.0 14.0 199.0 100.0 0.0 0.0 0.0 0.0 670.0 977.0 0.0

3 1,269.0 767.0 180.0 13.0 199.0 100.0 0.0 0.0 0.0 0.0 670.0 977.0 0.0

4 1,269.0 765.0 180.0 13.0 199.0 100.0 0.0 0.0 0.0 0.0 670.0 977.0 0.0

5 1,269.0 764.0 180.0 13.0 199.0 100.0 0.0 0.0 0.0 0.0 670.0 977.0 0.0

6 1,270.0 | 1,089.0 180.0 14.0 199.0 100.0 0.0 0.0 0.0 0.0 670.0 977.0 0.0

7 1,353.0 | 1,089.0 161.0 16.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 977.0 0.0

8 1,355.0 | 1,113.0 161.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 977.0 0.0

9 1,356.0 | 1,114.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 977.0 0.0

10 1,356.0 | 1,278.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 977.0 0.0

11 1,356.0 | 1,367.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 977.0 0.0

12 1,357.0 | 1,367.0 162.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 977.0 0.0

13 1,356.0 | 1,367.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 977.0 0.0

14 1,357.0 | 1,368.0 162.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 977.0 0.0

15 1,355.0 | 1,307.0 161.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 977.0 0.0

16 1,355.0 | 1,291.0 161.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 977.0 0.0

17 1,356.0 | 1,239.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 977.0 0.0

18 1,356.0 | 1,239.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 977.0 0.0

19 1,357.0 | 1,410.0 161.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 977.0 0.0

20 1,356.0 | 1,371.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 977.0 0.0

21 1,357.0 | 1,429.0 162.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 977.0 0.0

22 1,356.0 | 1,078.0 162.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 977.0 0.0

23 1,274.0 | 1,025.0 181.0 17.0 199.0 100.0 0.0 0.0 0.0 0.0 670.0 977.0 0.0

24 1,272.0 895.0 181.0 15.0 199.0 100.0 0.0 0.0 0.0 0.0 670.0 977.0 0.0
Daily Energy

(MWh) 27,446.0 | 4,022.0 412.0 800.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 22,618
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region June 1, 2006
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen REer?;';d Loads Reg & Res Projected Purchases Trc;l\r/\Zacc:(t)iropr;s PRr:sjiztri(i ?; ;?
Projected | Projected Project PrefFei:ztnce E;:rtwi:i]lle::e ; For\)/tJard (F;l: icﬁp 222:22’ E?wzrr]k Riizlr(n Daily Daily Capacity
Wed neSday Caéjacity Er:ergy Use Load Load Service)s/ Off-Peak Purghage Purchase | (from g\);P Energy (to Mlnlmu_m Ma)qmgm w/minimal
Demand Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp) Capacity | Capacity energy
Jun 07, 2006 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) Mw) Mw) W)

Hour A B c | D E F | G H I | J K L M
1 1,278.0 903.0 180.0 14.0 199.0 100.0 0.0 0.0 0.0 0.0 680.0 985.0 0.0
2 1,278.0 911.0 180.0 14.0 199.0 100.0 0.0 0.0 0.0 0.0 680.0 985.0 0.0
3 1,277.0 910.0 180.0 13.0 199.0 100.0 0.0 0.0 0.0 0.0 680.0 985.0 0.0
4 1,277.0 910.0 180.0 13.0 199.0 100.0 0.0 0.0 0.0 0.0 680.0 985.0 0.0
5 1,277.0 909.0 180.0 13.0 199.0 100.0 0.0 0.0 0.0 0.0 680.0 985.0 0.0
6 1,279.0 | 1,083.0 180.0 15.0 199.0 100.0 0.0 0.0 0.0 0.0 680.0 985.0 0.0
7 1,361.0 | 1,099.0 161.0 16.0 199.0 0.0 0.0 0.0 0.0 0.0 680.0 985.0 0.0
8 1,363.0 | 1,048.0 161.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 680.0 985.0 0.0
9 1,364.0 | 1,066.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 680.0 985.0 0.0
10 1,364.0 | 1,266.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 680.0 985.0 0.0
11 1,364.0 | 1,216.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 680.0 985.0 0.0
12 1,365.0 | 1,240.0 162.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 680.0 985.0 0.0
13 1,364.0 | 1,241.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 680.0 985.0 0.0
14 1,364.0 | 1,244.0 162.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 680.0 985.0 0.0
15 1,363.0 | 1,245.0 161.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 680.0 985.0 0.0
16 1,363.0 | 1,248.0 161.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 680.0 985.0 0.0
17 1,363.0 | 1,248.0 161.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 680.0 985.0 0.0
18 1,364.0 | 1,246.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 680.0 985.0 0.0
19 1,365.0 | 1,441.0 161.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 680.0 985.0 0.0
20 1,364.0 | 1,441.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 680.0 985.0 0.0
21 1,365.0 | 1,441.0 162.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 680.0 985.0 0.0
22 1,364.0 | 1,071.0 162.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 680.0 985.0 0.0
23 1,282.0 | 1,027.0 181.0 17.0 199.0 100.0 0.0 0.0 0.0 0.0 680.0 985.0 0.0
24 1,280.0 992.0 181.0 15.0 199.0 100.0 0.0 0.0 0.0 0.0 680.0 985.0 0.0

Daily Energy
(MWh) 27,446.0 | 4,022.0 410.0 800.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 22,681
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region June 1, 2006
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen REer?;';d Loads Reg & Res Projected Purchases Trc;l\r/\Zacc:(t)iropr;s PRr:sjiztri(i ?; ;?
_ _ Project First Estimated PU PU & EP AnciI_Iiary Bank Bank Daily Daily Capacity
Thu rsday PrOJect_ed Projected Use Load Preference Anm!lary Forward Capacity  Services Energy Return Minimum | Maximum | w/minimal
Capacity Energy Demand Load Serwc_es Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity | Capacity energy
Demand Capacity | Purchase Regmts. Regmt. Corp) CVP Corp)
Jun 08, 2006 (Mw) (Mwh) (Mw) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C | D E F | G H | | J K L M

1 1,269.0 984.0 180.0 15.0 199.0 100.0 0.0 0.0 0.0 0.0 679.0 975.0 0.0

2 1,268.0 996.0 180.0 14.0 199.0 100.0 0.0 0.0 0.0 0.0 679.0 975.0 0.0

3 1,267.0 996.0 180.0 13.0 199.0 100.0 0.0 0.0 0.0 0.0 679.0 975.0 0.0

4 1,267.0 996.0 180.0 13.0 199.0 100.0 0.0 0.0 0.0 0.0 679.0 975.0 0.0

5 1,267.0 996.0 180.0 13.0 199.0 100.0 0.0 0.0 0.0 0.0 679.0 975.0 0.0

6 1,268.0 992.0 180.0 14.0 199.0 100.0 0.0 0.0 0.0 0.0 679.0 975.0 0.0

7 1,351.0 | 1,001.0 161.0 16.0 199.0 0.0 0.0 0.0 0.0 0.0 679.0 975.0 0.0

8 1,353.0 | 1,024.0 161.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 679.0 975.0 0.0

9 1,354.0 | 1,053.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 679.0 975.0 0.0

10 1,354.0 | 1,210.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 679.0 975.0 0.0

11 1,354.0 | 1,341.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 679.0 975.0 0.0

12 1,355.0 | 1,356.0 162.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 679.0 975.0 0.0

13 1,354.0 | 1,356.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 679.0 975.0 0.0

14 1,354.0 | 1,357.0 162.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 679.0 975.0 0.0

15 1,353.0 | 1,323.0 161.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 679.0 975.0 0.0

16 1,353.0 | 1,327.0 161.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 679.0 975.0 0.0

17 1,353.0 | 1,329.0 161.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 679.0 975.0 0.0

18 1,354.0 | 1,348.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 679.0 975.0 0.0

19 1,355.0 | 1,358.0 161.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 679.0 975.0 0.0

20 1,354.0 | 1,358.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 679.0 975.0 0.0

21 1,355.0 | 1,358.0 162.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 679.0 975.0 0.0

22 1,354.0 | 1,069.0 162.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 679.0 975.0 0.0

23 1,272.0 | 1,008.0 181.0 17.0 199.0 100.0 0.0 0.0 0.0 0.0 679.0 975.0 0.0

24 1,269.0 995.0 181.0 14.0 199.0 100.0 0.0 0.0 0.0 0.0 679.0 975.0 0.0
Daily Energy

(MWh) 28,131.0 | 4,022.0 409.0 800.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 23,351
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region June 1, 2006
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen REer?;';d Loads Reg & Res Projected Purchases Trc;l\r/\Zacc:(t)iropr;s PRr:sjiztri(i ?; ;?
_ _ Project First Estimated PU PU & EP AnciI_Iiary Bank Bank Daily Daily Capacity
. Projected | Projected Preference| Ancillary Forward Capacity  Services Energy Return . . -
F”day Capacity Energy Use Load Load Services | Off-Peak  Purchase Purchase | (from CVP Energy (to Mlnlmqm Ma)qmgm w/minimal
Demand . Capacity | Capacity energy
Demand | Capacity | Purchase  Regmts. Reqgmt. Corp)  CVP Corp)
Jun 09, 2006 (Mw) (Mwh) (Mw) (Mw) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C | D E F | G H | | J K L M
1 1,263.0 987.0 180.0 14.0 199.0 100.0 0.0 0.0 0.0 0.0 670.0 970.0 0.0
2 1,263.0 851.0 180.0 14.0 199.0 100.0 0.0 0.0 0.0 0.0 670.0 970.0 0.0
3 1,262.0 773.0 180.0 13.0 199.0 100.0 0.0 0.0 0.0 0.0 670.0 970.0 0.0
4 1,262.0 771.0 180.0 13.0 199.0 100.0 0.0 0.0 0.0 0.0 670.0 970.0 0.0
5 1,262.0 764.0 180.0 13.0 199.0 100.0 0.0 0.0 0.0 0.0 670.0 970.0 0.0
6 1,263.0 | 1,083.0 180.0 14.0 199.0 100.0 0.0 0.0 0.0 0.0 670.0 970.0 0.0
7 1,346.0 | 1,101.0 161.0 16.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 970.0 0.0
8 1,348.0 | 1,110.0 161.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 970.0 0.0
9 1,349.0 | 1,110.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 970.0 0.0
10 1,349.0 | 1,169.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 970.0 0.0
11 1,349.0 | 1,303.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 970.0 0.0
12 1,350.0 | 1,297.0 162.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 970.0 0.0
13 1,349.0 | 1,245.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 970.0 0.0
14 1,349.0 | 1,246.0 162.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 970.0 0.0
15 1,348.0 | 1,246.0 161.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 970.0 0.0
16 1,348.0 | 1,238.0 161.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 970.0 0.0
17 1,348.0 | 1,238.0 161.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 970.0 0.0
18 1,349.0 | 1,400.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 970.0 0.0
19 1,349.0 | 1,443.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 970.0 0.0
20 1,349.0 | 1,443.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 970.0 0.0
21 1,350.0 | 1,443.0 162.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 970.0 0.0
22 1,349.0 | 1,221.0 162.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 670.0 970.0 0.0
23 1,267.0 | 1,178.0 181.0 17.0 199.0 100.0 0.0 0.0 0.0 0.0 670.0 970.0 0.0
24 1,266.0 | 1,125.0 181.0 16.0 199.0 100.0 0.0 0.0 0.0 0.0 670.0 970.0 0.0
Daily Energy
(MWh) 27,785.0 | 4,022.0 409.0 800.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 23,012
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region June 1, 2006
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen ng::;d Loads Reg & Res Projected Purchases Tg\rllFs)e:(::ct)iropﬁs g:sjgztrii 1(3; ;‘;
. . Project First Estimated PU PU & EP AnciI!iary Bank Bank Daily Daily Capacity
Saturday PrOJect_ed Projected Use Load Preference Ancﬂ_lary Forward Capacity  Services Energy Return Minimum | Maximum | wiminimal
Capacity Energy Demand Load Serwct_es Off-Peak  Purchase Purchase | (from CVP Energy (to Capacity Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp)
Jun 10, 2006 (Mw) (Mwh) (Mw) (MW) (MW) (Mw) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B c | D E F | G | H I | J K L M

1 1,254.0 | 1,070.0 180.0 15.0 199.0 100.0 0.0 0.0 0.0 0.0 660.0 960.0 0.0

2 1,253.0 | 1,070.0 180.0 14.0 199.0 100.0 0.0 0.0 0.0 0.0 660.0 960.0 0.0

3 1,252.0 | 1,070.0 180.0 13.0 199.0 100.0 0.0 0.0 0.0 0.0 660.0 960.0 0.0

4 1,252.0 | 1,070.0 180.0 13.0 199.0 100.0 0.0 0.0 0.0 0.0 660.0 960.0 0.0

5 1,252.0 | 1,070.0 180.0 13.0 199.0 100.0 0.0 0.0 0.0 0.0 660.0 960.0 0.0

6 1,253.0 | 1,066.0 180.0 14.0 199.0 100.0 0.0 0.0 0.0 0.0 660.0 960.0 0.0

7 1,336.0 | 1,064.0 161.0 16.0 199.0 0.0 0.0 0.0 0.0 0.0 660.0 960.0 0.0

8 1,338.0 | 1,064.0 161.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 660.0 960.0 0.0

9 1,338.0 | 1,064.0 161.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 660.0 960.0 0.0

10 1,339.0 | 1,064.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 660.0 960.0 0.0

11 1,338.0 | 1,064.0 161.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 660.0 960.0 0.0

12 1,340.0 | 1,064.0 162.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 660.0 960.0 0.0

13 1,338.0 | 1,064.0 161.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 660.0 960.0 0.0

14 1,339.0 | 1,064.0 162.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 660.0 960.0 0.0

15 1,338.0 | 1,064.0 161.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 660.0 960.0 0.0

16 1,340.0 | 1,064.0 161.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 660.0 960.0 0.0

17 1,341.0 | 1,063.0 161.0 21.0 199.0 0.0 0.0 0.0 0.0 0.0 660.0 960.0 0.0

18 1,339.0 | 1,052.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 660.0 960.0 0.0

19 1,339.0 | 1,034.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 660.0 960.0 0.0

20 1,339.0 | 1,037.0 161.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 660.0 960.0 0.0

21 1,340.0 | 1,037.0 162.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 660.0 960.0 0.0

22 1,340.0 | 1,037.0 162.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 660.0 960.0 0.0

23 1,257.0 | 1,037.0 181.0 17.0 199.0 100.0 0.0 0.0 0.0 0.0 660.0 960.0 0.0

24 1,256.0 | 1,037.0 181.0 16.0 199.0 100.0 0.0 0.0 0.0 0.0 660.0 960.0 0.0
Daily Energy

(MWh) 25,390.0 | 4,022.0 413.0 800.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 20,676
Ramp Rate Constraint: None




Western Area Power Admininstration publish date:
Sierra Nevada Region June 1, 2006
7-Day Forecast of Base Resource
All values at Tracy Substation
Day CVP gen ngr?:rlgid Loads Reg & Res Projected Purchases Ta;z;(::ct)iropﬁs Er:;gztrii 1(3;;(;
' . Project First Estimated PU PU & EP AnciI!iary Bank Bank Daily Daily Capacity
Projected | Projected Preference| Ancillary Forward Capacity  Services Energy Return . . L
Su nday Capacity Energy Use Load Load Services | Off-Peak  Purchase Purchase | (from CVP Energy (to Mlnlmu_m Ma)qmgm w/minimal
Demand . Capacity Capacity energy
Demand Capacity | Purchase  Regmts. Regmt. Corp) CVP Corp)
Jun 11, 2006 (MW) (MWh) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW) (MW)
Hour A B C | D E F G | H | | J K L M
1 1,231.0 | 1,037.0 167.0 15.0 199.0 100.0 0.0 0.0 0.0 0.0 750.0 950.0 0.0
2 1,230.0 643.0 167.0 14.0 199.0 100.0 0.0 0.0 0.0 0.0 750.0 950.0 0.0
3 1,229.0 642.0 167.0 13.0 199.0 100.0 0.0 0.0 0.0 0.0 750.0 950.0 0.0
4 1,229.0 640.0 167.0 13.0 199.0 100.0 0.0 0.0 0.0 0.0 750.0 950.0 0.0
5 1,229.0 639.0 167.0 13.0 199.0 100.0 0.0 0.0 0.0 0.0 750.0 950.0 0.0
6 1,230.0 | 1,079.0 167.0 14.0 199.0 100.0 0.0 0.0 0.0 0.0 750.0 950.0 0.0
7 1,332.0 | 1,221.0 167.0 16.0 199.0 0.0 0.0 0.0 0.0 0.0 750.0 950.0 0.0
8 1,333.0 | 1,236.0 167.0 17.0 199.0 0.0 0.0 0.0 0.0 0.0 750.0 950.0 0.0
9 1,334.0 | 1,255.0 167.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 750.0 950.0 0.0
10 1,335.0 | 1,425.0 167.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 750.0 950.0 0.0
11 1,334.0 | 1,453.0 167.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 750.0 950.0 0.0
12 1,336.0 | 1,461.0 168.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 750.0 950.0 0.0
13 1,334.0 | 1,455.0 167.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 750.0 950.0 0.0
14 1,335.0 | 1,454.0 168.0 18.0 199.0 0.0 0.0 0.0 0.0 0.0 750.0 950.0 0.0
15 1,336.0 | 1,254.0 167.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 750.0 950.0 0.0
16 1,337.0 | 1,216.0 167.0 21.0 199.0 0.0 0.0 0.0 0.0 0.0 750.0 950.0 0.0
17 1,338.0 | 1,216.0 167.0 22.0 199.0 0.0 0.0 0.0 0.0 0.0 750.0 950.0 0.0
18 1,338.0 | 1,216.0 167.0 22.0 199.0 0.0 0.0 0.0 0.0 0.0 750.0 950.0 0.0
19 1,335.0 | 1,292.0 167.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 750.0 950.0 0.0
20 1,336.0 | 1,293.0 167.0 20.0 199.0 0.0 0.0 0.0 0.0 0.0 750.0 950.0 0.0
21 1,336.0 | 1,293.0 168.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 750.0 950.0 0.0
22 1,336.0 | 1,223.0 168.0 19.0 199.0 0.0 0.0 0.0 0.0 0.0 750.0 950.0 0.0
23 1,234.0 | 1,223.0 168.0 17.0 199.0 100.0 0.0 0.0 0.0 0.0 750.0 950.0 0.0
24 1,233.0 | 1,103.0 168.0 16.0 199.0 100.0 0.0 0.0 0.0 0.0 750.0 950.0 0.0
Daily Energy
(MWh) 27,969.0 | 4,014.0 420.0 800.0 0.0 0.0 0.0
Energy Avail. for BR (MWh): 23,176
Ramp Rate Constraint: None

Notes:

A wWNPE

. For the AS (Column E), it was assumed that Western's total operating reserve obligation to be equal to the sum of spinning reserve of 139 MW and regulation of 60 MW.
. An average of 1.81 % transmission losses assessed between subcontrol area (SCA) generation and SCA loads.
. Data includes committed schedules for those days (shaded gray) that have been committed and forecasted data for the remaining dates.
. Note: Base Resource minimum and maximum capacity are calculated on a daily basis instead of hourly basis.




